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ADDENDUM NO. 1 

ADDITION OF TWO WAREHOUSE/STORAGE BUILDING 
AND RENOVATION TO CREATE BEHAVIORAL 

INTERVENTION ROOMS, ACADIANA CENTER FOR YOUTH 

November 24, 2025 

 

1. Minutes of the non-mandatory Pre-Bid meeting held on November 17, 2025 are attached. 
 

2. Sign-in sheet for Pre-Bid meeting is attached. 
 

3. General specifications for the crane are attached, along with example cut sheets. 
 

4. CLARIFICATIONS AND MODIFICATIONS TO CONTRACT DOCUMENTS 
 
A Injected spray foam insulation is acceptable in lieu of perlite for the specified locations. 

Contractor shall ensure that the selected product meets all applicable code requirements and 
performance criteria noted in the project specifications.  
 

B Omit the 4-inch decorative tile band from the scope of work in its entirety. 
 

C Prior to removal of any existing fencing, the contractor must install permanent fence to fully 
secure the complex. Refer to Sheet C100 for additional coordination and layout requirements. 
 

a. Shall be rated for a minimum of 500 pounds and able to rotate 360°. 
b. Davit Crane shall mount to the pedestal base 16” x 16” plate shown on drawing. 
c. The boom shall be capable of a 66” reach. 
d. Unit shall be equipped with a manual wench and a steel wire rope 3/16” x 80’. 

 
5. PRIOR APPROVALS (information attached) 
6.  

A Telo-Pro Davit Crane Systems Model OZTP500DAV:   
a. Shall be rated for a minimum of 500 pounds and able to rotate 360°. 
b. Davit Crane shall mount to the pedestal base 16” x 16” plate shown on drawing. 
c. The boom shall be capable of a 66” reach. 
d. Unit shall be equipped with a manual wench and a steel wire rope 3/16” x 80’. 

B Pre-Engineered Metal Building – Delta Consolidated, LLC 
 

7. SPECIFIC QUESTIONS: 
 
A Question:  “Specifications call for aluminum thermal storefront for the 4 windows shown on 

the plans but the plans call for hollow metal window. Which do I go with?” 
Response:  Please us Hollow Metal windows to match existing. 
 

B Questions:  “Also the specification 085113 only lists YKK as an approved supplier and flush 
glazed system. Can we get Tubelite as an approved supplier (if those windows are aluminum 
storefront and not hollow metal)?” 
Response:  Hollow Metal should be used. 
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C Question:  “Is this to be actual flush front or will thermally broken center glazed acceptable?” 
Response:  Match existing configuration. 
 

8. The Bid Date and Time remain the same. Tuesday, December 2, 2025 at 2:00 PM at the Office of 
Facility Planning and Control, 1201 North Third Street, Claiborne Office Building, Suire 7-160, 
Baton Rouge, LA  70802 or PO Box 94095, Baton Rouge, LA  70804-9095. 

 
 
 

-- END OF ADDENDUM NO. 1 – 
 

Respectfully, 
 
 
 
 
William R. Aldridge, Architect, AIA, NCARB 
Ballard CLC, Inc. 

  





















 
 

205 Pailet Dr.  Harvey, LA 70058 
Phone: 504-368-5433 

Fax: 504-368-5436 
www.deltametal.net 

 

 

 
 
 
DELTA Consolidated, LLC respectfully request to be accepted as an approved manufacturer on 
the above referenced project.  Attached please find our submittal package which includes the 
following: 
 

• Building General Specifications 
• Sample Letter of Certification 
• Sample Erection Drawings with Details 
• Sample Panel Warranties 

 
 
If any further information is required, or if you have any questions please call Steve Salassi at 
504-368-5433.  Thank you for your consideration on this matter. 
 
Sincerely, 

 
Steve Salassi 
DELTA Consolidated, LLC 
 



 
 

205 Pailet Dr. / Harvey, LA 70058 
Phone: 504-368-5433 / www.deltametal.net 
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SECTION 1. GENERAL  

A. Scope  
 

These specifications cover the materials and the fabrication of metal buildings designed, fabricated, 
and readily erected to be weather tight.  
 
These specifications are an outline of performance to ensure that the architect, engineer, builder and/or 
owner understand the basis for design, manufacture and application of the entire manufacturer’s metal 
building system.  
 
Because of a continuing program of research and development, specifications in this manual are subject 
to change without notice. 
  
B. Building Description  

Gable Symmetrical is a continuous frame building with the ridge in the center of the building, 
consisting of tapered or straight columns and tapered or straight rafters. The sidewall girts may be 
continuous (by-passing the columns) or simple span (flush in the column line). The rafters may or 
may not have interior columns.  

Gable Unsymmetrical is a continuous frame building with an off-center ridge, consisting of tapered or 
straight columns and tapered or straight rafters. The eave height and roof slope may differ on each 
side of the ridge. The sidewall girts may be continuous (by-passing the columns) or simple span (flush 
in the column line). The rafters may or may not have interior columns.  

Single Slope is a continuous frame building, which does not contain a ridge, but consists of one 
continuous slope from side to side. The building consists of straight or tapered columns and tapered or 
straight rafters. The sidewall girts may be continuous (by-passing the columns) or simple span (flush 
in the column line). The rafters may or may not have interior columns.  

Lean-to (LT) is a building extension, which does not contain a ridge, but consists of one continuous 
slope from side to side. These units usually have the same roof slope and girt design as the building to 
which they are attached.  

All building types normally have simple span endwall girts flush in the column line.  
 

C. Building Nomenclature  

Building “Width” is measured from outside to outside of sidewall secondary structural member (girt).  

Building “Eave Height” is a nominal dimension measured from the finished floor to the top flange of 
eave strut.  

Building “Length” is measured from outside to outside of endwall secondary structural member.  

Roof slope is expressed as inches of rise for each 12” of horizontal run.  
 



D. Drawings and Certifications  

Drawings: Manufacturer shall furnish complete erection drawings for the proper identification and 
assembly of all building components. These drawings will show anchor bolt settings, transverse cross-
sections, sidewall, endwall and roof framing, flashing and sheeting, and accessory installation details.  

Certifications: Standard drawings and design analysis shall bear the seal of a registered professional 
engineer upon request. Design analysis shall be on file and furnished by manufacturer upon request.  

Bills of material shall be furnished.  
 
 

SECTION 2. STRUCTURAL STEEL DESIGN  

A. General  

The building manufacturer shall use standards, specifications, recommendations, findings and/or 
interpretations of professionally recognized groups such as AISC, AISI, AAMA, AWS, ASTM, 
MBMA, Federal Specifications, and unpublished research by MBMA as the basis for establishing 
design, drafting, fabrication, and quality criteria, practices, and tolerances. For convenience, one or 
more sources may be referenced in a particular portion of these specifications. In all instances, 
however, the manufacturer’s design, drafting, fabrication and quality criteria, practices and tolerances 
shall govern, unless specifically countermanded by the contract documents. Structural mill sections or 
welded up plate sections will generally be designed in accordance with the 9th edition of AISC’s 
“Specification for the Design, Fabrication and Erection of Structural Steel for Buildings”, ASD 
method.  

Cold-Formed steel structural members will generally be designed in accordance with the latest edition 
of AISC’s “Specifications for the Design of Cold-Formed Steel Structural Members”.  

 
B. Design Loads  

Design loads shall be as specified and set forth in the contract, and shall be in accordance with the 
manufacturer’s standard design practices. Design loads may include dead load, roof live loads, wind 
loads, seismic loads, collateral loads, auxiliary equipment loads, and/or other applied or specified 
loads.  

Wind Loads – the loads on a structure induced by the forces of wind blowing from any horizontal 
direction.  

Roof Live Loads – loads produced by maintenance activities, rain, erection activities, and other 
movable or moving loads but not including, wind, snow, seismic, crane or dead loads.  

Dead Load – the actual weight of the building system supported a given member.  

Collateral Loads – the weight of any non-moving equipment or material, such as ceilings, electrical or 
mechanical equipment, sprinkler systems, plumbing, or ceilings.  

 



Roof Snow Loads – gravity load induced by the weight of snow or ice on the roof, assumed to act on 
the horizontal projection of the roof.  

Auxiliary Loads – dynamic loads induced by cranes, conveyors, or other material handling systems.  

Seismic Loads – Loads acting in any direction on a structural system due to the action of an 
earthquake.  

Floor Live Loads – loads induced on a floor system by occupants of a building and their furniture, 
equipment, etc.  

 
 
SECTION 3. TRADITIONALMETAL BUILDING SYSTEMS 

  BASIC MATERIAL SPECIFICATIONS  
 

A. Primary Framing Steel  

Steel for hot rolled shapes shall conform to the requirements of ASTM Specifications A-36, A572 or 
A992, with a minimum yield of 36 or 50 ksi.  

Steel for built-up sections shall generally conform to the physical requirements of ASTM A1011, 
A1018 and A572 as applicable, with a minimum yield of 50 or 55 ksi as indicated by the design 
requirements.  

Steel for endwall “C” sections shall generally conform to the physical requirements of ASTM A1011 
Grade 55.  

 
B. Secondary Framing Steel  

Steel used to form purlins, girts, and eave struts shall meet the requirements of  
   ASTM A1011 Grade 55.  
 
   C. Roof and Wall Panel Material  

   Panel material as specified shall be 26 gauge or 24 gauge acrylic coated Galvalume, pre-painted 
   Galvalume or Galvanized as manufactured conforming to the requirements of ASTM A792  
   Grade 80 or Grade 50. Minimum yield stress shall be 80 ksi for Grade 80 and 50 ksi for Grade 50.  
   See Section 4 for additional material used.  

D. Structural Framing  

All framing members shall be shop fabricated for field bolted assembly. The surfaces of the bolted 
connections shall be smooth and free from burrs and distortions.  

Certification of welder qualifications will be furnished when required and specified in advance,  

All Framing members, where necessary, shall carry an identifying mark.  
 



E. Primary Framing  

Rigid Frame: All rigid frames shall be welded built--rolled sections. The columns and the rafters may 
be either uniform depth or tapered. Flanges shall be connected to webs by means of a continuous fillet 
weld on one side.  

Endwall Frames: All endwall roof beams and endwall columns shall be cold--rolled sections, or built 

Plates, Stiffeners, etc.: All base plates splice plates, cap plates and stiffeners shall be factory welded 
into place on the structural members.  

Bolt Holes, etc.: All base plates splice and flanges shall be shop fabricated to include bolt connection 
holes. Webs shall be shop fabricated to include bracing holes.  

Connections for secondary structural (purlins and girts) shall be ordinary bolted connections, which 
may include welded clips.  

All welding inspection shall be by the manufacturer in accordance with AWS and IAS MB-188 
Accreditation Standards.  

 
F. Secondary Framing  

Purlins and Girts: Purlins and girts shall be cold-be sized to comply with the requirements of the latest 
edition of AISI. Purlin and girt flanges shall be unequal in width to allow for easier nesting during 
erection. They shall be pre-punched at the factory to provide for field bolting to the rigid frames. They 
shall be simple or continuous span as required by design. Connection bolts will install through the 
purlin webs, not purlin flanges.  

Eave Struts: Eave Struts shall be unequal flange cold-formed “C” sections.  

Base Member: Shall be angle, channel, or formed sill attached to the perimeter of the slab. This 
member shall be secured to the concrete slab with ram-sets, expansions bolts, or equivalent anchors as 
shown on the drawings.  

 
G. Bracing  

Diagonal Bracing: Diagonal bracing in the roof and sideways shall be used to resist longitudinal loads 
(wind, crane, seismic, etc.) in the structure. This bracing will be furnished to length and equipped with 
hillside washers and nuts at each end. It may consist of rods threaded each end or galvanized cable 
with suitable threaded end anchors. If load requirements so dictate, bracing may be of structural angle 
and/or pipe, bolted in place.  

Flange Braces: The compression flange of all primary framing shall be braced laterally with angles 
connecting to the webs of purlins or girts so that the flange compressive stress is within allowable 
limits by any combination of loading.  

Special Bracing: When diagonal bracing is not permitted in the sidewall, a rigid frame type portal or 
fixed base columns will be used. Wind bracing in the roof and/or walls need not be furnished where it 
can be shown that the diaphragm strength of the roof and/or wall covering is adequate to resist the 
applied wind forces.  



H. Roof and Wall Covering  

Roof panels shall be “PBR” or standing seam. “PBR” panels shall have an extended purlin bearing 
leg. For Standing Seam panel see Section 4.2.  

Wall panels may be any of the following: “PBR”, “PBU” and “PBA” all of which shall have an 
extended bearing leg, or profile. Panel profile “PBA” is considered an Architectural panel.  
 
Additional Architectural panel profiles are available on a per project basis from DELTA approved 
vendors.  

 
 

SECTION 4. ROOF AND WALLCOVERING  

    A. General  

    Standing Seam Roof Panels – see Section 4.B.  
     
    “PBR” Panel shall have major ribs 1 ¼” high spaced 12” on center. In the flat area between the  
    major ribs are two smaller minor ribs. Each panel shall provide 36” net coverage in width.  
    All side laps shall be at least on major rib.  
 
    “PBU” wall panel shall have ribs ¾” high spaced 6” on center. Each panel shall provide 36” net 
    coverage in width. All side laps shall be at least one rib. 
  
    Architectural (“PBA”) wall panel shall have a configuration consisting of ribs 1 1/8” deep.  
    Major corrugations shall be spaced 12” on center. Panel design produces a decorative smooth  
    shadow line with semi-concealed fasteners. Architectural panels shall provide a 36” net coverage  
    in width. All side laps shall be at least one major rib.  
 
    Panel Length: All wall panels shall be continuous from sill to roof line and all roof panels shall be  
    continuous from eave to ridge except where lengths become prohibitive for handling purposes.  
    All end laps shall be at least 6” on roof and 4” on walls.  
 
    Endwall Edge Cuts: All endwall panels for buildings with 1:12 or less roof slope shall be square cut.  
    All endwall panels for buildings with more than 1:12 roof slope shall be bevel cut by the erector  
    in the field.  
 

 

 
 

 

 

 
 



B. Standing Seam Roof Panel Types  

TS-324 – Standing Seam Panel 

A. Standing Seam Roof Panels shall be UL-90 rated; roll-formed, 24 or 22 gauge acrylic coated 
Galvalume or pre-painted Galvalume. Galvalume sheet shall have a minimum yield of 50 ksi and 
conform to ASTM 792-99a. Pre-painted finish shall be a premium Fluoropon coating produced with 
either Kynar 500 or Hylar 5000 resins and have a full 25 year warranty. Acrylic coating eliminates 
the need for roll-forming oil and reduces the incidence of field marking by handling or foot traffic.  

B. Panels shall be 24” wide with 3 minor ribs in between seams. Panel seam shall be 3” high.  

C. One side of the panel shall be female in configuration, which will have factory applied mastic 
(see Sealants and Closures) inside the female seam. The female side will nest over the male side. 
TS-324 Standing Seam, the male and female seams will be continuously locked together by an 
electrically powered mechanical seamer, forming a 360-degree Pittsburgh Seam.  

D. The panels shall be factory notched at both ends so that field installation can commence or 
terminate from either end of the building. Panels cannot start at both ends of the building and work 
towards each other.  

E. Maximum panel length shall be 45’-0” unless otherwise notes on the purchase order.  

F. Endlaps  

Endlaps shall have a 16 gauge backup plate. The panel shall have the four end lap j joint 
fasteners installed in four pre-punched holes in the flat. 
  
Mastic (see Sealants and Closures) shall be applied between the panels and secured with 
¼” -#14 x 1 ¼” self-drilling fasteners through the panels, and backup plate to form a 
compression joint. 
  
Endlaps and eaves shall be the only places in the roof system where through the roof  
fasteners can be used inside the building envelope.  

 
G. Fasteners  

Eave – ¼” -#14 x 1 ¼” long life self-drilling with sealing washer. 
  
Endlaps – ¼” -#17 – 14 x 1 long life self-tapping with sealing washer. 
  
Ridge -#14 x 7/8” Lap Tek long life self-drilling with sealing washer.  
 
Clips/to purlin – ¼” -#14 x 1 ” Tek 3 long life self-drilling with Hex Washer Head  
and 5/8” O.D. washer. 
  
Clips/floating to bar joists -#12-24 x 1 ¼”Tek 4.5 self-drilling with Washer Head 
and 5/8” O.D. washer. 
  
Long Life fasteners, where exposed, are standard when using an acrylic coated  
Galvalume roof panel.  



H. Clips  

All clips shall have factory-applied mastic and be designed so that movement between  
the panel and the clip does not occur. 
  
TS-324 Low fixed clips – shall be 3 3/8” in height providing a 3/8” clearance for  
insulation between the panel and the purlin or joist.  
 
TS-324 High fixed clips height to accommodate a thermal spacer for added insulation 
at the purlins. 
  
TS-324 Low or High floating clips -shall be either 3 3/8” or 4 3/8” in height.  
Floating clips shall provide a minimum of 2” travel to allow for expansion and contraction  

 
I. Sealants and Closures  

Factory applied sealant used in panel sidelaps shall be a hot melt, foamable mastic – 
Q41A.  

Field applied sealant used at the endlaps, eave, ridge assembly, and gable flashings  
shall be 100% solids butyl-based elastomeric tape sealant, furnished in roll form or  
precut to length. See installation manual for application. 
  
Outside closures shall be manufactured from the same materials as the roof panels.  

Inside closures shall be 22 gauge Galvalume or galvanized coated metal. 
  

 
VS-216 Architectural Roof System  

A. Standing Seam Roof Panels shall be UL-90 rated; roll-formed, 24 or 22 gauge acrylic coated 
Galvalume or pre-painted Galvalume. Galvalume sheet shall have a minimum yield of 50 ksi and 
conform to ASTM 792-99a. Pre-painted finish shall be a premium Fluoropon coating produced with 
either Kynar 500 or Hylar 5000 resins and have a full 25 year warranty. Acrylic coating eliminates 
the need for roll-forming oil and reduces the incidence of field marking by handling or foot traffic.  

B. Panels shall be 16” wide with 3 minor ribs in between seams. Panel seam shall be 2” high.  

C. One side of the panel shall be female in configuration, which will have factory applied  
mastic (see Sealants and Closures) inside the female seam. The female side will nest over the  
male side. VS-216 Standing Seam, the male and female seams will be continuously  
locked together by an electrically powered mechanical seamer, forming a 360-degree  
Pittsburgh Seam. 
  
D. The panels shall be factory notched at both ends so that field installation can commence 
 or terminate from either end of the building. Panels cannot start at both ends of the building 
 and work towards each other.  

 
E. Maximum panel length shall be 45’-0” unless otherwise notes on the purchase order.  



F. Endlaps  

Endlaps shall have a 16 gauge backup plate. The panel shall have the four end lap joint  
fasteners installed in four pre-punched holes in the flat.  
 
Mastic (see Sealants and Closures) shall be applied between the panels and secured with 
¼” -#14 x 1 ¼” self-drilling fasteners through the panels, and backup plate to form a 
compression joint.  
 
Endlaps and eaves shall be the only places in the roof system where through the roof  
fasteners can be used inside the building envelope.  

 
G. Fasteners  

Eave – ¼” -#14 x 1 ¼” long life self-drilling with sealing washer.  

Endlaps – ¼” -#17 – 14 x 1 long life self-tapping with sealing washer.  

Ridge -#14 x 7/8” Lap Teck long life self-drilling with sealing washer.  

Clips/to purlin – ¼” -#14 x 1 ” Tek 3 long life self-drilling with Hex Washer Head  
and 5/8” O.D. washer.  
 
Clips/floating to bar joists -#12-24 x 1 ¼”Tek 4.5 self-drilling with Washer Head  
and 5/8” O.D. washer.  
 
Long Life fasteners, where exposed, are standard when using an acrylic coated 
Galvalume roof panel.  

 
H. Clips  

 
All clips shall have factory-applied mastic and be designed so that movement between 

the panel and the clip does not occur.  

VS-216 Low fixed clips – shall be 2 3/8” in height providing a 3/8” clearance for 
insulation between the panel and the purlin or joist.  

 
VS-216 High fixed clips – shall be 3 3/8” in height to accommodate a thermal spacer 
for added insulation at the purlins. 
  
VS-216 Low or High floating clips -shall be either 2 3/8” or 3 3/8” in height.  
Floating clips shall provide a minimum of 2” travel to allow for expansion and contraction. 
 
 
 
 
  



I. Sealants and Closures  

Factory applied sealant used in panel sidelaps shall be a hot melt,  
foamable mastic – Q41A. 
  
Field applied sealant used at the endlaps, eave, ridge assembly, and gable flashings shall 
be 100% solids butyl-based elastomeric tape sealant, furnished in roll form or precut to 
length. See installation manual for application.  
 
Outside closures shall be manufactured from the same materials as the roof panels.  

Inside closures shall be 22 gauge Galvalume or galvanized coated metal.  
 
 

SECTION 5. MISCELLANEOUS MATERIAL SPECIFICATIONS  

A. Fasteners  

   Structural Bolts: All bolts used in connections of secondary framing to primary framing shall be zinc 
plated ASTM A307 or ASTM A325 as required by design.  

 
Fasteners for Roof Panels: All panels shall be attached to the secondary framing members by  
means of:  
  

Option #1: Self-drilling structural screws for roofs shall be carbon steel #12-14 x 1 ¼”  
   Hex Washer Head, cadmium or zinc plated, with or without painted head, 

assembled with EPDM washer. These fasteners are applicable for use with 
fiberglass blanket insulation from 1” to 3” thick.  

 
Option #2: Self-drilling structural screws shall be carbon steel #12-14 x 1 ½” Hex Washer 

Head, cadmium or zinc plated, with or without painted head, assembled with 
EPDM washer. These fasteners are applicable for use with fiberglass blanket 
insulation from 3 ½” to 6” thick. 
  

Option #3: Self-tapping screws shall be #14 x ¾” type “A” or “AB”, zinc plated, painted 
or plain head assembled with a bonded or separate EPDM washer. These fasteners 
are applicable for use with fiberglass blanket insulation from 1” to 3” thick.  
Longer lengths are available. Pre-drilling is required.  
 

Option #4: Optional Long Life fastener, in either self-tapping or self-drilling fasteners. 
Recommended when using acrylic coated Galvalume panels.  

 
 
 
 
 
 
 
 



 
Fasteners for Roof Panel Sidelaps are as follows: 
  

       Option #1: Self-drilling -#14 x 7/8” Laptek zinc plated, painted or plain head  
assembled with sealing washer.  
 

    Option #2: Above fasteners in a Long Life finish, either in self-drilling or self-tapping. 
Corrosion resistant head with a long life extended warranty. These fasteners 
are recommended when using acrylic coated Galvalume panels. 
  

Option #3: Self-tapping -#14 x ¾” type “A” or “AB” zinc plated, painted head assembled 
with sealing washer. 
  

Fasteners for the Standing Seam Roof Panels and Clips: See Sections 4.1.G. and 4.2.G 
 

Fasteners for Wall Panels: All “PBR”, “PBA” and “PBU” panels shall be attached to the secondary 
framing members by means of: 
  

Option #1: Self-drilling fasteners of carbon steel #12 x 1 ¼” without washers as herein 
described for fiberglass insulation up to 3” thick and #12 x 1 1/2” for fiberglass 
insulation 3” to 6” thick. 
  

Option #2: Corrosion resistant type Long Life fasteners with sealing washers, either  
  self-tapping or self-drilling, as herein described. 
  
Option #3: Self-tapping #14 x ¾” carbon steel fasteners are herein described. These fasteners 

are applicable with fiberglass insulation up to 3” thick. #14 x 1 ½” fasteners are  
required for 3” to 6” thick insulation. Pre-drilling is required. 

  
Fasteners for Wall Panel Sidelaps:  

     
    Option #1: Self-drilling -#14 x 7/8” carbon steel screws as herein described.  

    Option #2: Corrosion resistant type Long Life fasteners with sealing washers,  
either self-drilling or self-tapping, as herein described. 
  

    Option #3: Self-taping -#14 x ¾” carbon steel screws as herein described.  
Pre-drilling is required. 
  

Blind Rivets: All blind rivets shall be 1/8” diameter, high strength stainless steel pull rivet Type ADH.  
 

 

 

 

 

 



B. Sealants and Closures  

 
Closure Strips: The corrugations of the roof and wall panels shall be filled with closures along the 
eave, ridge, rake or base when required for weather tightness. Closures must be ordered separately.  

Standing Seam Roof Closures: See Sections 4.1.I and 4.2.I.  

Sealants: Roof panels shall be sealed with 3/32” x 3/8” wide tape sealant. The material shall be a 
Butyl base elastic compound with a minimum solid content of 99%, Schnee-Moorhead #522 or equal. 
The sealant shall have good adhesion to metal and be non-staining, non-corrosive, non-shrinking, non-
oxidizing, non-toxic, and non-volatile. The service temperature shall be from -60°F to +300°F. 
Optional 3/32” x 1” tape is available.  

Standing Seam Sealant: See Section 4.1.I and 4.2.I.  

Caulk: All gutter and downspout joints, rake flashing laps, ridge flashing laps, door, windows, and 
louvers shall be sealed with white, burnished slate, or gray pigmented caulk of Butyl rubber base, or 
clear silicone.  

 
 

C. Gutter, Flashing and Downspouts  

Gutters and Flashing: All standard exterior gutters are 26 gauge steel with a painted finish in standard 
colors. Standard rake flashing is 26 gauge steel with painted finish in standard colors.  

Downspouts: All downspouts shall be 26 gauge, rectangular in shape, steel with painted finish in 
standard colors.  

Gutters and downspouts shall be sized according to ordinary industry practices to handle rainwater. 
Special provisions for rainwater over flow, icing, and blocked downspout should be considered by the 
builder and owner.  

 
 

D. Flashing and Trim  

Flashing at the rake (parallel to roof panels) and high eave shall not compromise the integrity of the 
roof system by constricting movement due to thermal expansion and contraction.  

All flashing shall be manufactured from Grade 50 acrylic coated Galvalume or pre-painted steel.  
 
 

E. Painting  

    Structural Painting  

All uncoated structural steel shall be cleaned of all foreign matter and loose scale in accordance with 
SSPC-SP2 and given a one mil coat of red oxide primer. Primer shall be applied by the use of airless 
handguns. Primer generally meets or exceeds the performance of requirements of Federal 
Specification TT-P636D.  



Light gauge “Z” and “C” section steel members shall be shot blasted and pre-coated with one coat 
of red oxide primer. Some hand sprayed shop touch-up may be employed.  

     Abrasions caused by handling after painting is to be expected. Primer shall be furnished 
to touch-up or field painting as specified in the contract documents.  

 
 

F. Painted Steel Panels  
 

Base metal shall be nominal 26, 24, or 22 gauge Galvalume steel or Galvanized.  

Prime Coat: The base metal shall be pre-treated and then primed with an epoxy type primer for 
superior adhesion and superior resistance to corrosion.  

Oil canning is an aesthetic issue. Normally, structural integrity is not affected; however, it must be 
reviewed if the distortion is extreme. Such distortion might indicate movement within the primary 
structure or distress connections within the panel system. Since many uncontrollable factors are 
involved, no manufacturer can realistically assure the total elimination of oil canning. With careful 
attention to the production and selection of material, to panel design, and to installation practice, oil 
canning can be effectively minimized.  

 
 
SECTION 6. ACCESSORIES  

A. Windows  

Standard (AHS) Windows shall be horizontal side units, 3’-0” x 3’-0”. 4’-0” x 3’-0”, 4’-0” x 4’-0”, 6’-
0” x 3’0”. Extruded aluminum frames shall be 6063-T5 alloy and temper. Finish shall be polished 
aluminum (mill finish) or optional bronze finish. Glazing will be DSB or optional 7/16” thick 
hermetically sealed glass. Glass shall be clear or bronze and may be insulated as an option. They shall 
be furnished complete with hardware, and half screen. Windows shall be self-flashing to wall panels. 
They shall be certified by Architectural Aluminum Manufacturers Association for performance 
requires of ANSI/AAMA 101-93.  

Slim-Line (SL) windows are 2’-0” wide x 7’-0” high with a bronze frame finish. These windows are 
self-framing to the wall panel. Slim-Line windows shall have tempered gray glass.  

 
B. Personnel Doors  

Standard personnel doors shall be 3’-0”, 4’-0”, and 6’-0” wide x 7’-0” high x 1 ¾” manufactured  
from 20 gauge galvanized steel. Doors shall have square edges for non-handed installation.  
Doors shall have an embossed finish with a white or bronze prime coat. Doors shall be flush  
and have vertical mechanical interlocking seams on both hinge and lock edges. Doors shall be 
provided with top and bottom inverted 16 gauge galvanized steel channels spot-welded with the door. 
Doors shall be reinforced, stiffened, and sound deadened with resin impregnated draft fiber 
honeycomb core with a nominal 1” cell size. Honeycomb core shall completely fill the inside faces of 
the door and be laminated to the inside faces of the panels by means of moisture resistant, contact type 
adhesive. Doors shall be reinforced for applicable hardware. Doors shall be solid, half glass, or side  
vision (narrow lite). All glazing shall be done in the field. Glass is not provided by Manufacturer 



  
Door frames shall be 16 gauge, galvanized steel, pre-painted white. Door jambs shall be constructed 
for non-handed installation. Door frames shall have optional head and jamb flashing and optional 
weather strip. Door frames shall be provided with 1-1/2 pair of 4-1/2” x 4-1/2” hinges and reversible 
ANSI strike plate. Doors and frames shall be reinforced with 7 gauge hinge reinforcements.  

Standard Cylindrical lever locksets (levers both sides) shall meet ANSI #A156.2, Series 4000,  
Grade 2. The lockset selected by owner should be chosen in accordance with all current federal, state, 
and local laws for the type of access required and the nature of use of the building.  

Door threshold shall be aluminum, supplied with flat head fasteners and expansion shields for 
attachment to masonry floor.  

 
C. Overhead Door Framing  

Overhead door support framing shall be designed to resist applicable wind loads and shall  
consist of channel jambs with a structural header at the top of the opening. Twenty-six (26) gauge 
galvanized steel flashings, color coordinated, will be provided to conceal panel edges around 
the opening. 
  

    D. Gravity Ridge Ventilators  

    Gravity ridge ventilators shall be manufactured from galvanized steel and painted white. 
    The ventilator body shall be 26 gauge and the skirt shall match the roof slope. Chain operated damper 
    will be furnished when specified. Ventilators shall be equipped with standard bird screens and  
    riveted end caps 
.  
    E. Louvers  

    Heavy Duty Louver frames shall be 18 gauge, galvanized steel frame, painted with 20 gauge blades.  
    Heavy Duty louvers shall be self-framing and self-flashing. They shall be equipped with adjustable 
    or fixed blades as specified. 
  
    F. Light Transmitting Panels  

    High Strength Light Transmitting Panels are acrylic resin and Acrylic gelcoat with 
    fiberglass reinforcement or acrylic modified polyester. 
  

Type 1, structural (general purpose) conforming to commercial standard ASTM D3841 or:  
 
Type 2, having a burn rate of 2-1/2” per minute or less, when tested in accordance with  
ASTM D635. Type 2 panels are offered in acrylic modified polyester only.  

 
 High Strength translucent panels match standard profiles, are 1/16” thick, weigh 8 ounces  
 per square foot, and are white with smooth top surface.  
 
 Insulated translucent panels are available in Type 1, “R” panel and Standing Seam  
 panel profiles only.  



G. Insulation  

Fiberglass Blanket Insulation shall have a density of 0.75 pcf and shall be available in 3” and 4”  
and 6” thickness. (Other insulation systems are available with thickness up to 8”). 

  
Fiberglass insulation facings shall be laminated on one side with vinyl, vinyl scrim foil, or  
foil scrim kraft facing. 

  
Rigid Foam Thermal Blocks are cut from high density extruded polystyrene board stock,  
having a UL 25 flame spread rating.  

 
 
SECTION 7. ERECTION AND INSTALLATION  

A. Erection and Installation  

A qualified erector, using proper tools and equipment shall perform the erection of the metal building 
components. Erector shall follow good, sound, safe procedures and guidelines in accordance with any 
applicable federal, state or local laws.  

Erection of the roof system shall be in complete accordance with the Manufacturer’s Safety and 
Erection Manual. Any deviation from this manual could result in damage to the roof system or 
building structure, for which Manufacturer will not be liable for repair or replacement.  

Should the erector need building component weights, these shall be supplied by the manufacturer 
upon request.  

 
 
SECTION 8. BUILDING ANCHORAGE AND FOUNDATIONS  

A. Building Anchorage and Foundations  

The building anchor bolts shall be designed to resist the maximum column reactions resulting from 
the specified combinations of loadings. The manufacturer shall specify the minimum diameter, 
spacing and projections required to transfer the loads from the column to the anchor bolts. Anchor 
bolts will be supplied by the contractor and NOT by the manufacturer. Anchor bolt quantity at each 
base plate shall be in compliance with OSHA Subpart R regulations.  

Foundations shall be adequately designed by a qualified foundation engineer to support the building 
reactions and other loads that may be imposed by the building use. The design shall be based on the 
specific soil conditions of the building site. The foundation engineer shall be retained by other than 
the manufacturer. The manufacturer assumes no responsibility for the integrity of the foundation. 
The foundation engineer shall be responsible for the transfer of reactions from the anchor bolts 
to the foundations.  
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ACRYLIC GALVALUME® FINISH LIMITED WARRANTY 
 
 

DELTA Consolidated, LLC, extends this limited warranty to the buyer listed in the signatory below and warrants that its goods, identified as 
acrylic‐coated GALVALUME® (a.k.a. GALVALUME PLUS®, ACRYLUME®, or ZINCALUME®, among others) with a coating weight of AZ55 used for 
exterior building panels and trim, will perform as follows: 
 
 

WORKMANSHIP 
 
 

All fabricated steel components are warranted only against failure due to defective material or workmanship for a period of one year from the 
date of shipment.  
 

COVERAGE 
 
 

This warranty applies to Goods used on architectural, commercial, pre‐engineered or residential metal buildings, which are installed in the 
continental United States. The term of coverage for this limited warranty shall be for a period of twenty‐five (25) years after goods shipment 
from DELTA.  Acrylic‐coated GALVALUME®, when exposed to normal atmospheric conditions, will not, as a result of corrosion, fail structurally, 
perforate or rupture within the term of coverage, subject to the following exceptions and provisions:  

 
 

EXCEPTIONS 
 
 

This limited warranty DOES NOT APPLY to Goods exposed at any time to corrosive, aggressive, harmful or other abnormal atmospheric 
conditions, including, but not limited to, the conditions present in the following areas or circumstances:  
 
 

1. Areas subject to salt‐water marine atmospheres or to repeated spraying of salt or fresh water, stored or installed in an 
    environment that includes a high degree of humidity, sand, dirt, or grease, whether naturally occurring or caused by man.  
 

2. Goods installed within 1,500 feet of a salt‐water or other marine environment.  
 

3. Areas subject to fallout of, or exposure to, aggressive conditions such as airborne abrasives, corrosive chemicals, ash fumes,  
    cement dust, or contact with animals and/or animal waste or its decomposition products, wet cement or mortar, green or wet 
    lumber, carbon black, salts or other chemicals, any acidic compounds carried by air or water including, but not limited to acid rain, 
    whether naturally occurring or caused by man. 
  
4. Areas subject to water run‐off from lead or copper flashings, or to areas in metallic contact with lead or copper or installed in 
    areas which are subject to fallout from copper, lead, nickel or silver mining or refining operations. 
 

5. The attachment of components, such as curbs, vents, gutters, flashings signs, fascias, skylights, walkways, guy wires, windows, 
    doors or other such materials, accessories or machinery, the attachment of which is not made known to and approved by DELTA in  
     writing prior to installation. 
  
6. Circumstances where corrosive fumes or condensates are generated or released inside the building. 
 

7. Normal wear and tear, misuse or any other case beyond the control of DELTA. 
 
 
 
 

This limited warranty DOES NOT APPLY in the event of: 
 
 
 

I. Goods which have suffered scratching or abrasion or impact by a hard object or improper scouring or cleaning procedures; have 
   been abused, altered, modified, used in a manner not originally intended or stored contrary to DELTA instructions or in accordance 
   with goods industry practice; is damaged or stained due to moisture entrapment in bundles/packages during transit or storage;  
   are stored or installed in an area, or in such a way, that damage can occur due to poor air circulation; have suffered any damage 
   caused by acts of God, radiation, falling objects, explosion, fire, riots, civil commotions, acts of war or other external forces;  
 

2. Goods which suffer from severe crazing from radial bending (hems), cut edge exposure or edge creep.  
 

3. Goods which have suffered discoloration or corrosion from the rusting of embedded or topical steel shavings which were not  
     properly removed during the erection process: improper insulation installation allowing moisture to remain in contact with 
     Goods; Goods in direct contact with concrete foundation, grease or wet lumber, wet or damp insulation. 
 

4. Goods which have been damaged by outside sources, improper installation, improper storage or handling, misuse or abuse,  
     or lack of proper maintenance.  
 

5. Deterioration of the panels caused directly or indirectly by contact with fasteners. Selection and specification of suitable long‐life 
     fasteners to be used with Goods rests solely with the Buyer.  
 

6. Non‐vertical slopes of roof or sections on the roof flatter than 1/4: 12 or any other circumstances that cause improper drainage or 
     the holding of water, including internal condensation from overlaps and all other surfaces of the Goods. 

 
 

 
This limited warranty applies only to the GALVALUME® metallic coating and does not cover the clear acrylic coating. 
 

 
 
 
 



 

 

CLAIM PROCEDURE 
 

Any claim under this limited warranty shall be made to DELTA, in writing, within thirty (30) days after (a) discovery of suspected defective 
Goods, or (b) the time a reasonable person should have discovered the defective Goods, whichever is sooner, or the Claim shall be waived. 
Additionally, any Claim shall include (a) a copy of this, properly executed, warranty, and (b) a video and/or photographs of the claimed 
defective Goods. DELTA shall be given a prompt and reasonable opportunity to inspect the installation and investigate the claim validity and, if 
necessary, coordinate a joint job site inspection with its supplier's representatives or the Goods claimed to be defective. It is Buyer's 
responsibility to demonstrate, to DELTA and DELTA's supplier's satisfaction, that any claimed defect was due to a breach of this limited 
warranty.  
 

REMEDY 
 
Remedy shall be by either Goods replacement or Goods refinishing of the defective portion of the field installation only, in accordance with 
standard industry practice, F.O.B. Buyer's job site. Buyer acknowledges that this limited warranty is derived from the limited warranty issued by 
DELTA's supplier to DELTA, which DELTA is passing on to Buyer. Accordingly, any remedy is subject to DELTA's supplier's decision to accept the 
Claim and the authorization and choice of remedy for any accepted Claim shall rest solely with DELTA's supplier. In no event shall the Buyer be 
eligible to receive greater remedy from DELTA than the remedy DELTA receives from its supplier. Any unauthorized efforts by Buyer to remedy 
the alleged defective Goods shall void this warranty. DELTA and the customer agree that any and all controversy as to this warranty or any 
matters relating thereto shall be decided in accordance with the laws of the State of Louisiana and the laws of the United States of America. 
 
 

ADDITIONAL WARRANTY LIMITATIONS 
 
THIS LIMITED WARRANTY SUPERCEEDS AND IS EXPRESSLY PROVIDED IN PLACE OF ANY AND ALL OTHER WARRANTIES REGARDING THE GOODS, 
WHETHER EXPRESS, STATUTORY OR IMPLIED, INCLUDING, BUT NOT LIMITED TO ANY IMPLIED WARRANTY OF MERCHANTABILITY AND THE 
IMPLIED WARRANTY OF FITNESS FOR A PARTICULAR PURPOSE, BOTH OF WHICH ARE HEREBY EXPRESSLY DISCLAIMED BY BUYER. 
 

DELTA SHALL NOT, UNDER ANY CIRCUMSTANCES, BE LIABLE FOR SPECIAL, INDIRECT OR CONSEQUENTIAL DAMAGES WHATSOEVER. 
 The remedies set forth herein are exclusive. 
 

Any portion of Goods replaced or refinished pursuant to this limited warranty shall be deemed to have been coated on the date of the original 
installation and the duration of this warranty shall not be extended beyond that of the original factory‐applied finish. Buyer shall exercise 
diligence in inspection of Goods which are used and contain finish defects discernible by reasonable inspection.  
 

This limited warranty applies only when specifically requested by the Buyer in writing. It shall not apply to painted finish metal used for a 
purpose other than exterior building panels and trim or to orders not designated in writing by the Buyer as limited warranty orders. 
 
 

DELTA extends this limited warranty solely to the Buyer. This limited warranty is transferable and/or assignable exclusively to the original 
occupant/end user/owner of the building and is not transferable or assignable to any subsequent occupant. This limited warranty does not 
apply to any failure or defect that occurs after the sale or transfer of a building by the building’s original owner. 
 
 
 
 

BUYER: _________________________________  ORIGINAL OCCUPANT/END USER: _______________________________________ 
 
 

By: _____________________________________  NAME/ COMPANY: ___________________________________________________ 
 
 

TITLE: ___________________________________  BUILDING LOCATION – EXACT STREET ADDRESS: 
 
 

DELTA ODRER #: ___________________________  STREET: ____________________________________________________________ 
 
 

DATE SHIPPED: ____________________________  CITY: _______________________________________________________________ 
 
 

ERECTION COMPLETION DATE: _______________  STATE / ZIP: _________________________________________________________ 
 
 

DATE SIGNED: _____________________________   
 
 
 

DELTA CONSOLIDATED, LLC 
 
 

BY:  ______________________________________   TITLE: ______________________________________________________________ 
 
 

DATE: ____________________________________ 
 
 
 
 
 

THIS LIMITED WARRANTY IS NOT IN FORCE UNTIL RECEIPT OF THE FULLY‐EXECUTED COPY HAS BEEN ACKNOWLEDGED BY DELTA. 
 
 
 

WARRANTY SERVICE             
 

To request Warranty Service, notify DELTA @
        

DELTA Consolidated, LLC 
205 Pailet Dr.  
Harvey, LA 70058 
504‐368‐5433 

 

Please include the following information:    
 
 
 
 
 

 
 
 
 
 
 
 
a) A photo copy of the warranty 
b) Description of the problem(s) 
c) Photographs which show the problem(s) 
d) Contact information 
e) Date of installation  
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SILICONIZED MODIFIED POLYESTER PAINT FINISH WARRANTY 

 
DELTA Consolidated, LLC, extends this limited warranty to the buyer listed in the signatory below and warrants that its goods, identified as 
Siliconized Modified Polyester (a.k.a. SMP Colors) colors used for exterior building panels and trim, when applied over prime quality 
GALVALUME® or Hot-Dipped G90 Galvanized coated steel, will perform as follows: 
 

WORKMANSHIP 
 

All fabricated steel components are warranted only against failure due to defective material or workmanship for a period of one year from the 
date of shipment.  

COVERAGE 
 

Although it is recognized and acknowledged buy DELTA and the Buyer assigned this warranty that most coatings, including the aforementioned, 
will fade and change in appearance to some degree over a period of time in outdoor installations, and that such changes may be uniform 
between surfaces not equally exposed.  DELTA warrants that the Goods covered by this warranty will resist natural weathering only to the 
extent that they will conform to the performance standards listed below during the Forty (40) years after shipment for film integrity and a 
period of Forty (40) years after shipment for both chalking and color change, provided that all conditions of this warranty are first met.  
Provisions (1) though (3) below apply to building installed north of the 15⁰ parallel of latitude in the northern hemisphere.  Only provision (1) 
applies to buildings installed south of this latitude: 
 

I.  WILL NOT crack, check or peel (lose adhesion) for 40 years, but this does not include minute fracturing, which may occur in proper 
     fabrication of the building parts. 
 

SIDEWALL PANELS [for 40 years from installation]  
 

a. WILL NOT chalk in excess of ASTM D-4214 method A number eight (8) rating.  
b. WILL NOT change ,color more than five (5.0) Hunter ∆ F, units as determined by ASTM method D-2244.  
    Color change shall be measured on an exposed painted surface that has been cleaned of surface soils and chalk, and 
    the corresponding values measured on the original or unexposed painted surface. It is understood that fading or color  
    changes may not be uniform if the surfaces are not equally exposed to the sun and elements. 
 
ROOFING PANELS [for 40 years from installation]  
 

a. WILL NOT chalk in excess of ASTM D-4214 method A number six (6) rating.  
b. WILL NOT change color more than seven (7.0) Hunter ∆ E, units as determined by ASTM method D-2244.  
     Color change shall be measured on an exposed painted surface that has been cleaned of surface soils and chalk, and  
     the corresponding values measured on the original or unexposed painted surface. It is understood that fading or color 
     changes may not be uniform if the surfaces are not equally exposed to the sun and elements. 
 

EXCEPTIONS 
 

This limited warranty DOES NOT APPLY to Goods exposed at any time to corrosive, aggressive, harmful or other abnormal atmospheric 
conditions, including, but not limited to, the conditions present in the following areas or circumstances:  
 

1. Areas subject to salt-water marine atmospheres or to repeated spraying of salt or fresh water, stored or installed in an 
    environment that includes a high degree of humidity, sand, dirt, or grease, whether naturally occurring or caused by man.  
 

2. Goods installed within 1,500 feet of a salt-water or other marine environment.  
 

3. Areas subject to fallout of, or exposure to, aggressive conditions such as airborne abrasives, corrosive chemicals, ash fumes,  
    cement dust, or contact with animals and/or animal waste or its decomposition products, wet cement or mortar, green or wet 
    lumber, carbon black, salts or other chemicals, any acidic compounds carried by air or water including, but not limited to acid rain, 
    whether naturally occurring or caused by man. 
  

4. Areas subject to water run-off from lead or copper flashings, or to areas in metallic contact with lead or copper or installed in 
    areas which are subject to fallout from copper, lead, nickel or silver mining or refining operations. 
 

5. The attachment of components, such as curbs, vents, gutters, flashings signs, fascias, skylights, walkways, guy wires, windows, 
    doors or other such materials, accessories or machinery, the attachment of which is not made known to and approved by DELTA in  
     writing prior to installation. 
  

6. Circumstances where corrosive fumes or condensates are generated or released inside the building. 
 

7. Normal wear and tear, misuse or any other case beyond the control of DELTA. 
 

This limited warranty DOES NOT APPLY in the event of: 
 

I. Goods which have suffered scratching or abrasion or impact by a hard object or improper scouring or cleaning procedures; have 
   been abused, altered, modified, used in a manner not originally intended or stored contrary to DELTA instructions or in accordance 
   with goods industry practice; is damaged or stained due to moisture entrapment in bundles/packages during transit or storage;  
   are stored or installed in an area, or in such a way, that damage can occur due to poor air circulation; have suffered any damage 
   caused by acts of God, radiation, falling objects, explosion, fire, riots, civil commotions, acts of war or other external forces;  
 

2. Goods which suffer from severe crazing from radial bending (hems), cut edge exposure or edge creep.  
 

3. Goods which have suffered discoloration or corrosion from the rusting of embedded or topical steel shavings which were not  
     properly removed during the erection process: improper insulation installation allowing moisture to remain in contact with 
     Goods; Goods in direct contact with concrete foundation, grease or wet lumber, wet or damp insulation. 
 

4. Goods which have been damaged by outside sources, improper installation, improper storage or handling, misuse or abuse,  
     or lack of proper maintenance.  
 

5. Deterioration of the panels caused directly or indirectly by contact with fasteners. Selection and specification of suitable long-life 
     fasteners to be used with Goods rests solely with the Buyer.  
 

6. Non-vertical slopes of roof or sections on the roof flatter than 1/4: 12 or any other circumstances that cause improper drainage or 
     the holding of water, including internal condensation from overlaps and all other surfaces of the Goods. 

SAMPLE



 

CLAIM PROCEDURE 
 

Any claim under this limited warranty shall be made to DELTA, in writing, within thirty (30) days after (a) discovery of suspected defective 
Goods, or (b) the time a reasonable person should have discovered the defective Goods, whichever is sooner, or the Claim shall be waived. 
Additionally, any Claim shall include (a) a copy of this, properly executed, warranty, and (b) a video and/or photographs of the claimed 
defective Goods. DELTA shall be given a prompt and reasonable opportunity to inspect the installation and investigate the claim validity and, if 
necessary, coordinate a joint job site inspection with its supplier's representatives or the Goods claimed to be defective. It is Buyer's 
responsibility to demonstrate, to DELTA and DELTA's supplier's satisfaction, that any claimed defect was due to a breach of this limited 
warranty.  
 

REMEDY 
 
Remedy shall be by either Goods replacement or Goods refinishing of the defective portion of the field installation only, in accordance with 
standard industry practice, F.O.B. Buyer's job site. Buyer acknowledges that this limited warranty is derived from the limited warranty issued by 
DELTA's supplier to DELTA, which DELTA is passing on to Buyer. Accordingly, any remedy is subject to DELTA's supplier's decision to accept the 
Claim and the authorization and choice of remedy for any accepted Claim shall rest solely with DELTA's supplier. In no event shall the Buyer be 
eligible to receive greater remedy from DELTA than the remedy DELTA receives from its supplier. Any unauthorized efforts by Buyer to remedy 
the alleged defective Goods shall void this warranty. DELTA and the customer agree that any and all controversy as to this warranty or any 
matters relating thereto shall be decided in accordance with the laws of the State of Louisiana and the laws of the United States of America. 
 
 

ADDITIONAL WARRANTY LIMITATIONS 
 
THIS LIMITED WARRANTY SUPERCEEDS AND IS EXPRESSLY PROVIDED IN PLACE OF ANY AND ALL OTHER WARRANTIES REGARDING THE GOODS, 
WHETHER EXPRESS, STATUTORY OR IMPLIED, INCLUDING, BUT NOT LIMITED TO ANY IMPLIED WARRANTY OF MERCHANTABILITY AND THE 
IMPLIED WARRANTY OF FITNESS FOR A PARTICULAR PURPOSE, BOTH OF WHICH ARE HEREBY EXPRESSLY DISCLAIMED BY BUYER. 
 

DELTA SHALL NOT, UNDER ANY CIRCUMSTANCES, BE LIABLE FOR SPECIAL, INDIRECT OR CONSEQUENTIAL DAMAGES WHATSOEVER. 
 The remedies set forth herein are exclusive. 
 

Any portion of Goods replaced or refinished pursuant to this limited warranty shall be deemed to have been coated on the date of the original 
installation and the duration of this warranty shall not be extended beyond that of the original factory-applied finish. Buyer shall exercise 
diligence in inspection of Goods which are used and contain finish defects discernible by reasonable inspection.  
 

This limited warranty applies only when specifically requested by the Buyer in writing. It shall not apply to painted finish metal used for a 
purpose other than exterior building panels and trim or to orders not designated in writing by the Buyer as limited warranty orders. 
 
 

DELTA extends this limited warranty solely to the Buyer. This limited warranty is transferable and/or assignable exclusively to the original 
occupant/end user/owner of the building and is not transferable or assignable to any subsequent occupant. This limited warranty does not 
apply to any failure or defect that occurs after the sale or transfer of a building by the building’s original owner. 
 
 
 
 
BUYER:       ORIGINAL OCCUPANT/END USER:  
By:   ______    NAME/ COMPANY:                            
 
TITLE:       BUILDING LOCATION – EXACT STREET ADDRESS: 
 
 
DELTA ODRER #:                                        STREET:   
DATE SHIPPED:  
ERECTION COMPLETION DATE:  
DELTA CONSOLIDATED, LLC 
 
 
BY:  ______________________________________  TITLE: ______________________________________________________________ 
 
 
DATE: ____________________________________ 
 
 
 
 
 
THIS LIMITED WARRANTY IS NOT IN FORCE UNTIL RECEIPT OF THE FULLY-EXECUTED COPY HAS BEEN ACKNOWLEDGED BY DELTA. 
 
 
 
WARRANTY SERVICE       
 
To request Warranty Service, notify DELTA @
     

DELTA Consolidated, LLC 
205 Pailet Dr.  
Harvey, LA 70058 
504-368-5433 

 

Please include the following information:   
 
 
 
 
 
 
 
Quote # 
Invoice # 
Delta’s Job # 
 
 
 
 
 

 
 
a) A photo copy of the warranty 
b) Description of the problem(s) 
c) Photographs which show the problem(s) 
d) Contact information 
e) Date of installation  
 
 
 
 
 
 
 

 
 

 

SAMPLE



 

 
 

205 Pailet Dr.  Harvey, LA 70058 
Phone: 504-368-5433 

Fax: 504-368-5436 
www.deltametal.net 

 

 
KYNAR PAINT FINISH WARRANTY 

 
DELTA Consolidated, LLC, extends this limited warranty to the buyer listed in the signatory below and warrants that its goods, identified as 
KYNAR 500® (a.k.a. KYN Colors) colors used for Exterior building panels and trim, when applied over prime quality GALVALUME® or Hot-Dipped 
G90 Galvanized coated steel, will perform as follows: 
 

WORKMANSHIP 
 

All fabricated steel components are warranted only against failure due to defective material or workmanship for a period of two years from the 
date of shipment.  

COVERAGE 
 

This warranty applies to Goods used on architectural, commercial, pre-engineered or residential metal buildings, which are installed in the 
continental United States. The term of coverage for this limited warranty shall be for a period of Thirty Five (35) years after goods shipment 
from DELTA for film integrity and has a period of Thirty Five (35) years after shipment for both chalking and color change. 
 

I.  WILL NOT crack, check or peel (lose adhesion) for 35 years, but this does not include minute fracturing, which may occur in proper 
     Fabrication of the building parts. 
 

SIDEWALL PANELS (for 35 years from installation]  
 

a. WILL NOT chalk in excess of ASTM D-4214-98 method D659 number eight (8) rating  
b. WILL NOT change, color more than five (5.0) Hunter ∆ F, units as determined by ASTM method D-2244-02.  
    Color change shall be measured on an exposed painted surface that has been cleaned of surface soils and chalk, and 
    the corresponding values measured on the original or unexposed painted surface. It is understood that fading or color  
    changes may not be uniform if the surfaces are not equally exposed to the sun and elements. 
 
ROOFING PANELS [for 35 years from installation]  
 

a. WILL NOT chalk in excess of ASTM D-42 14-98 method D659 number eight (8) rating.  
b. WILL NOT change color more than five (5.0) Hunter ∆ E, units as determined by ASTM method D-2244-02.  
     Color change shall be measured on an exposed painted surface that has been cleaned of surface soils and chalk, and  
     the corresponding values measured on the original or unexposed painted surface. It is understood that fading or color 
     changes may not be uniform if the surfaces are not equally exposed to the sun and elements. 
 

EXCEPTIONS 
 

This limited warranty DOES NOT APPLY to Goods exposed at any time to corrosive, aggressive, harmful or other abnormal atmospheric 
conditions, including, but not limited to, the conditions present in the following areas or circumstances:  
 
 

1. Areas subject to salt-water marine atmospheres or to repeated spraying of salt or fresh water, stored or installed in an 
    environment that includes a high degree of humidity, sand, dirt, or grease, whether naturally occurring or caused by man.  
 

2. Goods installed within 1,500 feet of a salt-water or other marine environment.  
 

3. Areas subject to fallout of, or exposure to, aggressive conditions such as airborne abrasives, corrosive chemicals, ash fumes,  
    cement dust, or contact with animals and/or animal waste or its decomposition products, wet cement or mortar, green or wet 
    lumber, carbon black, salts or other chemicals, any acidic compounds carried by air or water including, but not limited to acid rain, 
    whether naturally occurring or caused by man. 
  

4. Areas subject to water run-off from lead or copper flashings, or to areas in metallic contact with lead or copper or installed in 
    areas which are subject to fallout from copper, lead, nickel or silver mining or refining operations. 
 

5. The attachment of components, such as curbs, vents, gutters, flashings signs, fascias, skylights, walkways, guy wires, windows, 
    doors or other such materials, accessories or machinery, the attachment of which is not made known to and approved by DELTA in  
     writing prior to installation. 
  

6. Circumstances where corrosive fumes or condensates are generated or released inside the building. 
 

7. Normal wear and tear, misuse or any other case beyond the control of DELTA. 
 
 
 

This limited warranty DOES NOT APPLY in the event of: 
 
 

I. Goods which have suffered scratching or abrasion or impact by a hard object or improper scouring or cleaning procedures; have 
   been abused, altered, modified, used in a manner not originally intended or stored contrary to DELTA instructions or in accordance 
   with goods industry practice; is damaged or stained due to moisture entrapment in bundles/packages during transit or storage;  
   are stored or installed in an area, or in such a way, that damage can occur due to poor air circulation; have suffered any damage 
   caused by acts of God, radiation, falling objects, explosion, fire, riots, civil commotions, acts of war or other external forces;  
 

2. Goods which suffer from severe crazing from radial bending (hems), cut edge exposure or edge creep.  
 

3. Goods which have suffered discoloration or corrosion from the rusting of embedded or topical steel shavings which were not  
     properly removed during the erection process: improper insulation installation allowing moisture to remain in contact with 
     Goods; Goods in direct contact with concrete foundation, grease or wet lumber, wet or damp insulation. 
 

4. Goods which have been damaged by outside sources, improper installation, improper storage or handling, misuse or abuse,  
     or lack of proper maintenance.  
 

5. Deterioration of the panels caused directly or indirectly by contact with fasteners. Selection and specification of suitable long-life 
     fasteners to be used with Goods rests solely with the Buyer.  
 

6. Non-vertical slopes of roof or sections on the roof flatter than 1/4: 12 or any other circumstances that cause improper drainage or 
     the holding of water, including internal condensation from overlaps and all other surfaces of the Goods. 

 
 

SAMPLE



 

CLAIM PROCEDURE 
 

Any claim under this limited warranty shall be made to DELTA, in writing, within thirty (30) days after (a) discovery of suspected defective 
Goods, or (b) the time a reasonable person should have discovered the defective Goods, whichever is sooner, or the Claim shall be waived. 
Additionally, any Claim shall include (a) a copy of this, properly executed, warranty, and (b) a video and/or photographs of the claimed 
defective Goods. DELTA shall be given a prompt and reasonable opportunity to inspect the installation and investigate the claim validity and, if 
necessary, coordinate a joint job site inspection with its supplier's representatives or the Goods claimed to be defective. It is Buyer's 
responsibility to demonstrate, to DELTA and DELTA's supplier's satisfaction, that any claimed defect was due to a breach of this limited 
warranty.  
 

REMEDY 
 
Remedy shall be by either Goods replacement or Goods refinishing of the defective portion of the field installation only, in accordance with 
standard industry practice, F.O.B. Buyer's job site. Buyer acknowledges that this limited warranty is derived from the limited warranty issued by 
DELTA's supplier to DELTA, which DELTA is passing on to Buyer. Accordingly, any remedy is subject to DELTA's supplier's decision to accept the 
Claim and the authorization and choice of remedy for any accepted Claim shall rest solely with DELTA's supplier. In no event shall the Buyer be 
eligible to receive greater remedy from DELTA than the remedy DELTA receives from its supplier. Any unauthorized efforts by Buyer to remedy 
the alleged defective Goods shall void this warranty. DELTA and the customer agree that any and all controversy as to this warranty or any 
matters relating thereto shall be decided in accordance with the laws of the State of Louisiana and the laws of the United States of America. 
 
 

ADDITIONAL WARRANTY LIMITATIONS 
 
THIS LIMITED WARRANTY SUPERCEEDS AND IS EXPRESSLY PROVIDED IN PLACE OF ANY AND ALL OTHER WARRANTIES REGARDING THE GOODS, 
WHETHER EXPRESS, STATUTORY OR IMPLIED, INCLUDING, BUT NOT LIMITED TO ANY IMPLIED WARRANTY OF MERCHANTABILITY AND THE 
IMPLIED WARRANTY OF FITNESS FOR A PARTICULAR PURPOSE, BOTH OF WHICH ARE HEREBY EXPRESSLY DISCLAIMED BY BUYER. 
 

DELTA SHALL NOT, UNDER ANY CIRCUMSTANCES, BE LIABLE FOR SPECIAL, INDIRECT OR CONSEQUENTIAL DAMAGES WHATSOEVER. 
 The remedies set forth herein are exclusive. 
 

Any portion of Goods replaced or refinished pursuant to this limited warranty shall be deemed to have been coated on the date of the original 
installation and the duration of this warranty shall not be extended beyond that of the original factory-applied finish. Buyer shall exercise 
diligence in inspection of Goods which are used and contain finish defects discernible by reasonable inspection.  
 

This limited warranty applies only when specifically requested by the Buyer in writing. It shall not apply to painted finish metal used for a 
purpose other than exterior building panels and trim or to orders not designated in writing by the Buyer as limited warranty orders. 
 
 

DELTA extends this limited warranty solely to the Buyer. This limited warranty is transferable and/or assignable exclusively to the original 
occupant/end user/owner of the building and is not transferable or assignable to any subsequent occupant. This limited warranty does not 
apply to any failure or defect that occurs after the sale or transfer of a building by the building’s original owner. 
 
 
 
 
BUYER  

     ORIGINAL OCCUPANT/END USER: 
 

    
By:       NAME/ COMPANY:    
                                            
 
TITLE: _______ ________________        BUILDING LOCATION:  
                                                 
DATE SHIPPED:   
  
ERECTION COMPLETION DATE: 
 
 
 
 
DELTA CONSOLIDATED, LLC 
 
 
BY:  ______________________________________  TITLE: ______________________________________________________________ 
 
 
DATE: ____________________________________ 
 
 
 
THIS LIMITED WARRANTY IS NOT IN FORCE UNTIL RECEIPT OF THE FULLY-EXECUTED COPY HAS BEEN ACKNOWLEDGED BY DELTA. 
 
 
WARRANTY SERVICE       
 
To request Warranty Service, notify DELTA @
     

DELTA Consolidated, LLC 
205 Pailet Dr.  
Harvey, LA 70058 
504-368-5433 

 

Please include the following information:   
 
 
 
 
 
Delta’s Invoice # 
Delta’s Job # 
Detla’s Quote# 
 
 
 

 
 
 
a) A photo copy of the warranty 
b) Description of the problem(s) 
c) Photographs which show the problem(s) 
d) Contact information 
e) Date of installation  
 
 
 
 
 
 
 

 
 

-  
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205 Pailet Dr.  Harvey, LA 70058 
Phone: 504-368-5433 
Fax: 504-368-5436 

 
PREMIUM - 20yr WEATHERTIGHTNESS WARRANTY 

 

 
OWNER: Living Word Church     EFFECTIVE DATE:    2/2/2024 
 
OWNER’S ADDRESS:    4971 Hwy 3276 
 
CITY: Stonewall   STATE: LA   ZIP:  71078   PHONE: _____________ 
 
CONTRACTOR:     M & M Builders                  JOB NUMBER:  15847-0588 
 
CONTRACTOR ADDRESS:  5114 Bert Kouns 
 
CITY: Shreveprort        STATE: LA    ZIP:  71229      PHONE: 318-686-2291  
 
BUILDING USE:     CHURCH                         
 
INSTALLER:  Liberty Steel & Construction, LLC / David Lafitte  
 
INSTALLER ADDRESS:  10330 Goldsberry Rd 
 
CITY: Shreveport       STATE:  LA        ZIP:  71129      PHONE:  318-686-2291 
 
TYPE OF MANUFACTURER’S ROOF PANEL:     VS-216 (Quad Lock)       
 
ROOF AREA:     Approx 15,500 Sq/Ft    
 
 

DELTA WARRANTY LIABILITY = INVOICE* X 2 
*Invoice is defined as DELTA’s invoice for the roof system (panels, fasteners, trim and accessories) to its customer. 

This does not include structural material, wall cladding, wall trim & accessories, insulation, freight, or taxes 
 
DELTA Consolidated, LLC (hereinafter DELTA) warrants to the original OWNER of the 
structure named above: That subject to limitations, terms, conditions and exclusions set forth 
herein, DELTA will repair or stop any leaks in the roof system of the building described arising 
out of the ordinary wear and tear, under normal weather and atmospheric conditions if reported 
in the manner set forth in accordance with this contract for the term indicated above from this 
effective date.  

 
Warranty Coverage 

 
Specific items covered under this Warranty are as follows: Roof panels, side seams, eave 
connection, panel endlaps, roof-to-wall flashings, ridge flashing, hip flashings, valley flashings, 
high side eave flashings, rake flashings, approved expansion joint flashings, and approved curb 
and small pipe penetrations. All other roof assembly components are excluded from this 
Warranty.  
 
Warranty Terms, Conditions & Limitations: 
  

1. Owner shall provide DELTA with written notice within 7 days of the discovery of any 
water leak. Owner should send written notice of an occurrence of a water leak to 
DELTA’s Service Department via email or US mail at the location listed below. By so 
notifying DELTA, the Owner has authorized the Manufacturer to investigate the cause of 
the leak. Should DELTA determine the cause of the leak to be outside the scope of this 
Premium Warranty, the Owner shall pay investigation and repair costs.  

 
2. If upon investigation DELTA determines that the leak is caused by either defect in 

materials or a workmanship deficiency with items covered within the scope of this 
Premium Warranty, the Owner’s remedies and DELTA’s liability shall be limited to the 
repair of the leak.  

 
 
 

SAMPLE



 

 

3. This Premium Warranty shall not be applicable if upon investigation, the Manufacturer 
determines that the following occurred:  

 
a. The subject roofing system is damaged by natural disaters, including, but not limited 

to lightning, fire, insect infestation, earthquake, tornado, ice, snow, hail, hurricanes, 
or gale force winds.  

b.   Physical damage not caused by DELTA.  
c.   Damage or leaking caused by failure of building components, including, but not 
      limited to roof substrate, HVAC units, skylights, building structure, or condensation  
      of airborne water vapor.  
d.   Damage from chemicals including, but not limited to, chemicals spilled/discharged 
      onto the roof by equipment or personnel, or chemicals discharged onto the roof by  
      the atmosphere.  
e.   Any use of unauthorized personnel or contractors, hired by the Owner, to perform 
      maintenance or repairs; improper installation of roof components, accessories,  
      equipment, HVAC units, roof penetration, improper flashings, or sealants; or use  
      of inferior materials will render this warranty null and void.  
f.    Any change in the building use not approved by DELTA.  

 
4. Throughout the term of this Premium Warranty, DELTA will have free access to all roofs 

on the subject building during normal business hours.  
 

5. Routine maintenance is the Owner’s responsibilty, as set forth in the Owner’s 
Maintenance Agreement. Roof leaks caused by maintenance items are not covered under 
this Premium Warranty and failure to maintain the roof will render this Premium 
Warranty null and void.  

 
6. DELTA shall have no obligation under this Premium Warranty while any bills for 

installation; inspections, materials, service and/or repairs to the roof of the subject 
building remain unpaid to Certified Installers or Manufacturers 

 

 
7. ARBITRATION: Any dispute arising out of the installation or Warranty of the subject 

roofing system will be settled by arbitration. One arbitrator appointed by the American 
Arbitration Association from a commercial panel will hear this dispute. The decision of 
the Arbitrator shall be final and binding on the parties both as to law and fact and shall 
not be appealable to any court in any jurisdiction. The parties shall share expenses of the 
arbitration equally unless the Arbitrator determines that the expenses be otherwise 
assessed. Arbitration shall take place in Harvey, Jefferson Parish, Louisiana.  

 
THIS WARRANTY IS NOT AN INSURANCE POLICY GUARANTEEING THAT THE ROOF WILL NOT 
LEAK. THE REMEDIES STATED HEREIN ARE THE EXCLUSIVE REMEDIES FOR FAILURE OF THE 
ITEMS COVERED IN THE “WARRANTY COVERAGE” SECTION OF THIS WARRANTY. DELTA 
SHALL NOT BE LIABLE FOR ANY INCIDENTAL, CONSEQUENTIAL OR OTHER DAMAGES 
INCLUDING, BUT NOT LIMITED TO LOSS OF PROFITS OR DAMAGE TO THE BUILDING OR IT’S 
CONTENTS UNDER ANY THEORY OF LAW 

 
 

Notification:      
 

DELTA Consolidated, LLC       JOB # 15847-0588        QUOTE #8626 
205 Pailet Dr. 
Harvey, LA  70058 
504-368-5433 
nat@deltametal.net 
 
DELTA Consolidated, LLC  THIS WARRANTY EXPIRES:     2/2/2044    
 
 
Warranty Authorized By:  _____________________________________________   
     Nat Rondey   
 
Title  Member/Manager  Date:    2/2/2024_ 
 
 

SAMPLE



DELTA CONSOLIDATED, LLC 
205 Pailet Dr. 

Harvey, LA  70058 
504-368-5433 

 
     9/6/23 
 

     Customer: Kenny Stewart              Reference: DELTA Job #: 17311-0632 
               4390 Peters Rd               Project: 36’x 34’x 24’ Metal Building 

   Harvey, LA   
 

     Location: Kenny Stewart                   
     4390 Peters Rd 
         Harvey, LA 

 

       Building Size:               
                         Width: 36.0 ft           
                        Length: 34.0 ft            
                    Roof Slope: 1:12        
         Back Side Eave Height: 24 ft            
        Front Side Eave Height: 24 ft        
          Sidewall Bay Spacing: 2@17’-0”     
 

     Gentlemen: 
 

     This is to certify the above referenced building has been designed in accordance  
     with the American Institute of Steel Construction (AISC)and American Iron and Steel 
     Institute (AISI) design procedures and good engineering practices for the following 
     loads. All welding is per the American Welding Society (AWS) D1.1 standard. Loads 
     are applied in accordance with IBC 2021 building code, and the design satisfies the 
     the requirements of the code. Design loads are as follows: 
 

              Dead Load: 1.500 psf 
        Collateral Load: 1 psf     
              Wind Load: 138 mph   
               Exposure: B     
             Importance: 1.00 
         Roof Snow Load: 0 psf     (Ground snow load x .7)     
             Importance: 1.0 
            Live Load: 20.00 psf 
              Secondary: 20.00 psf 
                Primary: 12.00 psf 
                Seismic: 0.16 
                   Zone: B     
             Importance: 1.00    Seismic Hazard Exposure Group: 1 
                     Av: 0.050    Seismic Performance Category: D 
                     Aa: 0.05               Occupancy Category: 1 
 

      Basic Stuctural System: Building Frame System with Braced Bents 
                              and Moment Resisting Frames. 
 

      This Letter of Certification applies solely to the building and its 
      component parts as furnished by DELTA and specifically excludes any 
      foundation, masonry, or general contract work to include erection   
      certification. 
 

      The design and Certification for this project is in accordance with the provisions 
      and loads specified on the building order. The buyer is responsible to verify 
      specified loads are in compliance with the local regulatory authorities. 
 
 

 Sincerely, 
 
 
 
 
 (DELTA Engineer), P.E. 

SAMPLE
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